USE 8’, 10" OR 12" LONG 2"X4” WOODEN
POST PAINTED WHITE TO MARK END

OF SIDE SEWER STUB.* POST SHALL BE
STENCILED "SEWER” AND "POST LENGTH”

WITH 2 INCH BLACK LETTERING.
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TYPICAL SIDE SEWER
SIDE SEWER MARKER DETAIL
NOT TO SCALE
NOTE:
1. DISTANCE TO SIDE SEWER STUB IS MEASURED FROM TOP OF POST TO
INVERT OF PIPE.
* FOR STUBS GREATER THAN 10 FEET DEEP, SPLICE 2”x4” POSTS
WITH A MINIMUM OF A 2 FOOT OVERLAP.
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